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INSTALLATION INSTRUCTIONS

IMPORTANT NOTICE:

VEXAR R-22

EVAPORATOR COIL

These instructions are primarily intended to assist qualified individuals trained and experienced in the
proper installation of this type equipment. Some state codes require installation and service personnel to
be licensed. Refer to authorities having jurisdiction for additional guidance.

APPLICATION:

This uncased Manufactured Housing AC and HP coil series
are designed as a high efficiency “A” coil to be installed on
new and existing downflow Manufactured Housing furnaces.
They will readily fit on top of or into the coil cavity of most

series Manufactured Housing furnaces.

Model # Connection | Nominal Size | A B C
184849 ** Q.C. 3.5-4.0 18 19 5/8 18"
183036 * Q.C. 2.5-3.0 18 19 5/8 14"
1836QA * Q.C 1.5-3.0 18 19 5/8 14"
1836SA * Sweat 1.5-3.0 18 19 5/8 14"
1837QA * 0Q.C 1.5-3.0 18 19 5/8 14"
1837SA * Sweat 1.5-3.0 18 19 5/8 14"
18480QA ** Q.C 2.5-5.0 18 19 5/8 18"
1848SA * Sweat 2.5-5.0 18 19 5/8 18"
18490QA ** 0Q.C 2.5-5.0 18 19 5/8 18"
1849SA ** Sweat 2.5-5.0 18 19 5/8 18"
184854 ** Q.C. 4.0 18 195/8 18.5"
185054 ** Q.C. 45-5.0 18 19 5/8 18.5"
1854QA ** 0Q.C 2.5-5.0 18 19 5/8 18.5'
1854SA * Sweat 3.5-5.0 18 19 5/8 18.5"
186000 ** Q.C. 2.5-5.0 18 19 5/8 20.5'
186100 ** Q.C. 2.5-5.0 18 19 5/8 24.5'

* = 3/4 Suction & 3/8 Liquid
** = 7/8 Suction & 3/8 Liquid
QC = #6 & # 11 Male Fittings

Physicel Dimensions

NOTE: VEXAR COILS, BLOWER, AND OTHER ACCESSORIES INSTALLED WHEN AIR
CONDITIONING IS ADDED TO MANUFACTURED HOUSING FURNACES WILL COMPLY TO
HUD REGULATIONS REQUIRING THIRD PARTY APPROVALS. EFFICIENCY AND CAPACITY
RATINGS AS REQUIRED BY HUD ARE LISTED IN CURRENT ARI DIRECTORY FOR VEXAR
COIL MODELS MATCHED WITH CONDENSING UNITS. THESE COIL RATINGS ARE BASED
ON AIR QUANTITIES CONSISTENTWITH THOSE THAT ARE ENCOUNTERED IN TYPICAL
MANUFACTURED HOUSING AIR CONDITIONING APPLICATIONS.
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